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MATERI ALS SPEC FI CATI ON
FOR
I N- LI NE_STRAI NERS

1. Cener al :

Al flanged in-line basket strainers shall be fabricated from cast
iron in accordance with ASTM A 48. The strainers shall be approved by the
NFPA and/or Underwiters Laboratories and shall be used for turbine neters
where required by 6. 18.

2. Fl anges:

The strainer flanges shall be fabricated in accordance wth
ASTM A 126. They shall be faced and drilled in accordance with ANSI
B16.1, O ass 125.

3. Cover Pl ates:

The strainers shall be provided with a rempovable bolted top cover
plate for inspection and renoval of basket and debris. A 3/4 inch drain
valve and an 3/4 inch vent valve shall be provided on the bottom and the
top, respectively.

4. Basket s:

Strai ner baskets shall be fabricated from UNS S31600 or high inpact
plastic, and shall have a net open area of at least 4 tinmes the nom nal
size of the pipe in which the strainer is installed. The basket shall be
easily renoved fromthe strainer for periodic inspection and nai nt enance.

5. Qper ati ng Pressure:

The strainers shall be noted for a mnimum operating pressure of 150
psig. Maximum head | oss shall be 4 psi at nmaxi mumrated flow capacity.
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